M3 sb miu/ Sample Code:

00148.20

1. Tén khach hang/ Customer
2. Dia chi/ Address
3. Tén maw Name of sampple

4. Sb lugng/ Quatity

5. M6 ta maw/ Sample description

SGY TAE THAI:IH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

2

TN -TBC
115

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

KET QUA THU NGHIEM
TEST REPORT

- NHA MAY NUGC CAN THO 1
: 298 Duong 30/4, P. Xuan Khanh, Q. Ninh Kiéu, Tp. Cén Tho
: NUOC AN UONG (322 PUONG 30/4, XUAN KHANH)

:1 chai x 2000ml va 1 chai x 250ml
: Nuée chira trong chai nhira cé nép vian va chai thiy tinh

6. Ngay nhin maw/ Receiving date  : 13/02/2020 Ngay tra két qua/ Issued date : 24/2/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Clor du mg/l 0,5 Do tai hién treong 0,3-0,5
Mau séc TCU <5,0 SMEWW 2120 C - 2017 15
Mui vi - Khéng cé mui vi la Cam quan Khéng c6 mui vi
la
D6 duc (*) NTU 0,26 SMEWW 2130 B-2017 2
pH (*) - Z 2 (27880 TCVN 6492:2011 6,5-8,5
Do ciing (*), tinh theo mg/l 117,0 SMEWW 2340 C-2017 300
CaCQOs
7 |Ham lwong Clorua (*) mg/l 447 SMEWW 4500- 250
C1-B-2017
8 |Ham leong Sit tong s& mg/I Khéng phat hién SMEWW 3500 Fe- 0,3
(MLOD = 0,010) B-2017
9 |Ham legng Mangan tong mg/I Khéng phat hién | SMEWW 3111 B-2017 0,3
s6 (*) (MLOD = 0,020)
10 {Ham lwong Nitrat mg/l 1,24 TCVN 6180:1996 50
11 {Ham lwong Nitrit (*) mg/I Khong phat hién SMEWW4500 3
(MLOD = 0,010) NO2-B-2017
12 |Ham lwong Sulfate mg/l 214 EPA - 375.4-1997 250
13 [Chi s& Pecmanganat mg/l 0,64 TCVN 6186:1996
14 (Coliforms (%) CFU/100m] 0 ISO 9308-2014 (E)
15 | Escherichia coli (*) CFU/100ml 0 ISO 9308-2014 (E)
1. (*): Phiong phdp dicgc cong nhdn phit hop theo ISO/IEC 17025 (1): Két qud duge thicc hién boi nha thiu phu
2. Thong tin vé mau duoc ghi theo yéu cau khach hang Két qud phan tich chi ¢ gia tri trén mdu thiz
3. Khong dupe trich, sao I phin két qud néu khong c6 sy dong y cia Trung tam Kiém sodt bénh tdt Thanh phé Can Tho
4. Két qud croc bidu thi < 10 CFU/g c6 gid tri "Khong phat hién" Trang: 1/2

QS5 1 Ngé Puc K&, phuong Tan An, quin Ninh Kiéu, thanh phé Can Tho
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Phu triach phong thir nghlem LANH DAO TRUNG TAM
Officer in charge of laboratory

THANH PHO™
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PHO GIAM POC

TSJVW%WV b Mai Lam Hoang Diing

1. (*): Phuong phgp dwgc cong nhdn phu hop theo ISO/IE C 17025; (1): Két qua duegc thec hién boi nha thdu phu
2. Théng tin vé mdu dupc ghi theo yéu cau khdch hang Két qud phdn tich chi co gid tri trén mau thir
3. Khéng duoc trich, sao | phan két qud néu khéng co su dong y ciia Trung tém Kiém soat bénh tdt Thanh phé Can Tho

4. Két qua dwgc biéu thi < 10 CFU/g co gid trj "Khong phat hién"
9 Sé 1 Ngb Pirc K&, phuong Tén An, quan Ninh Kiéu, thanh phé Cin Tho
F® 02923 822353; & 02923 753788; XX glcl.ttksbttpct@gmail.com
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Ma s6 maw/ Sample Code:

00149.20

1. Tén khach hang/ Customer
2. Dia chi/ Address
3. Tén maw/ Name of sampple

4. S luong/ Quatity

5. M6 ta maw Sample description

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

i

TN -TBC
115

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

KET QUA THU NGHIEM
TEST REPORT

:NHA MAY NUGC CAN THO 1
: 298 Pudng 30/4, P. Xuan Khanh, Q. Ninh Kiéu, Tp. Can Tho
: NUOC AN UONG (315 NGUYEN VAN LINH, AN KHANH)

:1 chai x 2000ml va 1 chai x 250ml
: Nuée chira trong chai nhua c6 nép vin va chai thuy tinh

6. Ngay nhan maw/ Receiving date  : 13/02/2020 Ngay tra két qua/ Issued date: 24/2/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Clor dw mg/! 0,4 Do tai hién trueong 0,3-0,5
Mau sac TCU <50 SMEWW 2120 C - 2017 15
Mui vi - Khéng c6 mui vi la Cam quan Khéng c6 mui vi
la
b6 duc (%) NTU 0,34 SMEWW 2130 B-2017 2
pH (*) = el (23580 TCVN 6492:2011 6,5-8,5
D4 cting (*), tinh theo mg/] 96,0 SMEWW 2340 C-2017 300
CaCOs
7 |Ham lugng Clorua (¥) mg/l 41,8 SMEWW 4500- 250
Cl-B-2017
8 |Ham luong Sit tong s8 mg/1 Khéng phat hién | SMEWW 3500 Fe- 0,3
(MLOD = 0,010) B-2017
9 |Ham legng Mangan tong mg/l Khong phat hién | SMEWW 3111 B-2017 0,3
s8 (*) (MLOD = 0,020)
10 |Ham leong Nitrat mg/] 1,96 TCVN 6180:1996 50
11 {Ham lwong Nitrit (*) mg/l Khéng phat hién SMEWW4500 3
(MLOD =0,010) NO2-B-2017
12 |Ham hrong Sulfate mg/l 22,6 EPA - 375.4-1997 250
13 |Chi s6 Pecmanganat mg/l] 0,80 TCVN 6186:1996
14 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E)
15 |Escherichia coli (*) CFU/100ml 0 ISO 9308-2014 (E)
. (*): Phiong phdp dge cong nhdn phit hop theo ISOUEC 17025; (1): Két qud duoe the hign boi nha thau phy
2. Thong tin vé mau diwgc ghi theo yéu cau khach hang Két qua phan tich chi cd gid tri trén mdu thie
3. Khong duge trich, sao 1 phan két qué néu khong cd s déng  ciia Trung 1dm Kiém sodt bénh tGt Thanh phd Cdn Tho
4. Két qud duwgc biéu thi < 10 CFUJg c6 gid tri "Khong phdt hign” Trang: 1/2

9 S6 1 Ngb Puc Ké, phuong Tan An, quan Ninh Kiéu, thanh phé Cén Tho
02923 822353; & 02923 753788; DX glcl. ttksbtipct@gmail.com
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Phu trach phong thir nghiém LANH PAO TRUNG TAM
Officer in charge of laboratory €
/
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1. (*): Phuong phgp dugc cong nhgn phu hop theo ISO/IEC 17025; (1): Két qua dugc thyc hién boi nha thdu phy
2. Théng tin vé mau dugc ghi theo yéu cau khach hang Két qud phan tich chi c6 gid tri trén mau thu
3. Khong dugc trich, sao 1 phan két qua néu khong cé si dong y cia Trung tdm Kiém sodt bénh tat Thanh phé Can Tho

4. Két qud dugc biéu thi < 10 CF Ulg c6 gia tri "Khong phat hign" Trang:2/2
9S4 1 Ngb Pirc K&, phuong Tan An, quan Ninh Kiéu, thinh phé Can Tho QLQT.08-11-BM.04
M 02923 822353; & 02923 753788; X glcl ttksbttpct@gmail.com BH.04(06/2019)




