M3 s6 maw/ Sample Code:

1. Tén khach hang/ Customer

00544.20

2. Dia chi/ Address
3. Tén maw/ Name of sample

4. Sé Iuong/ Quatity

5. M6 ta mavw/ Sample description

SG Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

TN -TDC
115

CAN THO CITY - CENTER F OR DISEASE CONTROL AND PREVENTION

KET QUA THU NGHIEM
TEST REPORT
: NHA MAY NUGC HUNG PHU

. Kv Thanh Hoa, P. Pht Thit, Q. Céi Réng, Tp. Cin Tho
: NUOC AN UONG (TAI NHA MAY)
:1 chai x 2000ml va 1 chaix 250ml

: Nudc chira trong chai nhura c6 nép vin va chai thity tinh

6. Ngay nhan mau/ Receiving date  : 22/04/2020 Ngay tra két qua/ Issued date: 5/5/2020
TT/ Chi tiew/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuén/
No. Parameter Unit Result Test method Standard
1 |Clor dw mg/1 0,5 Do tai hién truong 0,3-05
Mau sic TCU <50 SMEWW 2120 C - 2017 15
Mui vi - Khéng c6 mui vi la Cam quan Khéng c6 mui vi
la
b6 duc (*) NTU 1,43 SMEWW 2130 B-2017 2
pH (%) - 7,23 (25,3°C) TCVN 6492:2011 6,5-8,5
b4 cting (*), tinh theo mg/1 74,0 SMEWW 2340 C-2017 300
CaCOs
7 |Ham lueong Clorua (*) mg/l 104,2 SMEWW 4500- 250
Cl-B-2017
8 |Ham heong Sét tong s mg/| Khéng phathién | SMEWW 3500 Fe- 0,3
(MLOD =0,010) B-2017
9 |Ham luong Mangan tong mg/1 Khéng phat hién | SMEWW 3111 B-2017 0,3
s8 (*) (MLOD = 0,020)
10 |Ham leong Nitrat mg/l 1,15 TCVN 6180:1996 50
11 [Ham legng Nitrit (*¥) mg/1 Khéng phat hién SMEWW4500 3
(MLOD = 0,010) NO2-B-2017
12 [Ham lwong Sulfate mg/1 83,3 EPA - 375.4-1997 250
13 |Chi s8 Pecmanganat mg/l 0,96 TCVN 6186:1996
14 [Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E)
15 {Escherichia coli (*) CFU/100ml 0 ISO 9308-2014 (E)
1. (*): Phisong phdp diege céng nhan phis hop theo ISO/IEC 17025; (1): Két qua dicge thuc hign boi nha thu phy
2. Thong tin vé mdu dugc ghi theo yeu cau khdch hang; Két qua phan tich chi c6 gid tri trén mau thit
3. Khong duegc trich, sao 1 phdn két qud néu khing c6 sy dbng  cua Trung tam Kiém sodt bénh 1t Thinh pho Cdn Tho
4. Két qua duge biéu thi < 10 CFUJg c6 gid tri "Khong phdt hién” Trang: 1/2
QS8 1 Ngb Birc K&, phudmg Tén An, qun Ninh Kiéu, thinh phé Cén Tho QLQT.08-I1-BM.04
02923 822353; & 02923 753788; DX glcl.ttksbttpct@gmail.com BH.04(06/2019)
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1. (*): Phueong phgp diepc cong nhdn phit hop theo ISO/IEC 17025; (1): Kér qua dupc thuc hi¢n boi nha thdu phu

2. Thong tin vé mau dugc ghi theo yéu cdu khach hang Ké qud phan tich chi ¢ gid tri trén mau thi

3. Khong duge trich, sao I phdn két qua néu khong co su dong y cia Trung tém Kiém sodt bénh tgt Thanh phé Cén Tho

4. Két qua dupc biéu thi < 10 CFU/g c6 gid tri "Khong phdt hign” Trang: 2/2

Q Sé 1 Ngé Pirc Ké, phudmg Tan An, quin Ninh Kiéu, thinh phd Can Tho QLQT.08-1I-BM.04
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