M3 s6 mAw/ Sample Code:
00662.20

1. Tén khach hang/ Customer
2. Dia chi/ Address

3. Tén mAw/ Name of sample
4. S luong/ Quatity
5. Mb ta maw/ Sample description

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

TN -TBC
115

s

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

KET QUA THU NGHIEM

TEST REPORT

: NHA MAY NUGC HUNG PHU
: Kv Thanh Hoa, P. Pht Tht, Q. Céi Rang, Tp. Cén Tho

: NUGC AN UONG (PUONG A3, KHU HUNG PHU 1)
:1 chai x 2000ml va 1 chai x 250ml

: Nuéc chira trong chai nhua ¢6 nép vin va chai thuy tinh

6. Ngay nhan mau/ Receiving date  : 20/05/2020 Ngay tra két qua/ Issued date: 29/5/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chusn/
No. Parameter Unit Result Test method Standard
Clor du mg/1 0,4 Do tai hién treong 0,3-0,5
Mau sac TCU <5,0 SMEWW 2120 C - 2017 15
Mui vi - Khéng cé mui vi la Cam quan Khéng c6 mui vi
la
b duc (*) NTU 0,32 SMEWW 2130 B-2017 2
pH (*) - 7,25 (25,6°C) TCVN 6492:2011 6,5-8,5
Do cting (*), tinh theo mg/l 053 SMEWW 2340 C-2017 300
CaCOs
7 |Ham leong Clorua (*) mg/l 23,0 SMEWW 4500- 250
Cl-B-2017
8 |Ham leong Sat tong s8 mg/] Khéng phat hién | SMEWW 3500 Fe- 0,3
(MLOD = 0,010) B-2017
9 |Ham lwong Mangan téng mg/1 Khoéng phat hién | SMEWW 3111 B-2017 0,3
s (¥) (MLOD =0,020)
10 {Ham lwong Nitrat mg/l 0,94 TCVN 6180:1996 50
11 {Ham heong Nitrit (*) mg/1 Khoéng phat hién SMEWW4500 3
(MLOD =0,010) NO2-B-2017
12 |Ham luwong Sulfate mg/l 31,7 EPA - 375.4-1997 250
13 |Chi s6 Pecmanganat mg/l 0,80 TCVN 6186:1996 2
14 (Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E)
15 |Escherichia coli (*) CFU/100ml 0 ISO 9308-2014 (E)
1.(*): Phicong phdp digc cong nhdn phit hop theo ISO/IEC 17025 (1): K&t qua duge thiec hién b nha thdu phy
2. Théng tin vé mdu dugc ghi theo yéu cau khdch hang; Két qud phdn tich chi ¢ gid tri trén méu thir
3. Khong dugec trich, sao 1 phén két qua néu khong c6 sy déng y cia Trung tdm Kiém sodt bénh tgt Thanh phé Cén Tho
4. Két qua duoc bidu thi < 10 CFUJg c6 gid tri "Khéng phit hién" Trang: 1/2
Q36 1 Ngb Prre Ké, phudong Tan An, quin Ninh Kiéu, thanh phé Cén Tho QLQT.08- 11-BM.04
7 02923 822353; & 02923 753788, DX glcl.ttksbttpct@gmail.com BH.04(06/2019)




Phu trich phong thir nghiém LANH PAO TRUNG TAM

Officer in charge of laboratory On behalf of CDC

"

N

Viin Qudc Thanh Thity

- 1. (*): Phuong phdp duoc céng nhén phu hop theo ISO/IEC 17025; (1): Két qua dwoc thyc hién boi nha thdu phy
2. Thing tin vé mau dwoc ghi theo yéu cdu khdch hang; Keét qud phan tich chi ¢6 gid tri rén mau thir o
3. Khéng duoc trich, sao 1 phdn két qud néu khdng cé su dong y cia Trung tam Kiém sodt bénh 1Gt Thanh pho Can Tho
4. Két qud duoc biéu thi < 10 CFU/g c6 gid tri "Khéng phdt hién"

Trang: 242

Q'S6 1 Ngb Duc Ké, phuong Tan An, quin Ninh Kiéu, thanh phd Can Tho
R 02923 822353; & 02923 753788; X glcl.ttksbttpct@gmail.com

QLQT.08-1I-BM.04
BH.04(06/2019)



M3 sé mau/ Sample Code:
00663.20

1. Tén khéch hang/ Customer
2. Dia chi/ Address

3. Tén mAw Name of sample
4. S6 lwgng/ Quatity
5. Mb ta maw Sample description

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

TN -TBC
115

S

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

KET QUA THU NGHIEM

TEST REPORT

: NHA MAY NUGC HUNG PHU
: Kv Thanh Hoa, P. Pha Thir, Q. C4i Ring, Tp. Cén Tho

: NUOC AN UONG (43/A3, KHU HUNG PHU 1)

:1 chai x 2000ml va 1 chai x 250ml

: Nuére chira trong chai nhua c6 nip van va chai thuy tinh

6. Ngay nhén mau/ Receiving date  : 20/05/2020 Ngay tra két qua/ Issued date: 29/5/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phwrong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Clor dw mg/] 0,3 Do tai hién treong 03-05
2 |Mau sic TCU <5,0 SMEWW 2120 C - 2017 15
Mui vi - Khéng c6 mui vi la Cam quan Khéng cé mui vi
la
b6 duc (*) NTU 0,22 SMEWW 2130 B-2017 2
5 [pH(®) - 7,37 (25,7°C) TCVN 6492:2011 6,5-8,5
D4 cting (*), tinh theo mg/1 105,0 SMEWW 2340 C-2017 300
CaCOs
7 |Ham lwong Clorua (*) mg/l 22,7 SMEWW 4500- 250
Cl-B-2017
8 |Ham leong Sit t6ng s& mg/l Khéng phat hién | SMEWW 3500 Fe- 0,3
(MLOD = 0,010) B-2017
9 |Ham lwong Mangan tong mg/] Khong phat hién | SMEWW 3111B-2017 0,3
s (*) (MLOD = 0,020)
10 [Ham lwong Nitrat mg/1 1,04 TCVN 6180:1996 50
11 {Ham lwong Nitrit (*) mg/l Khéng phat hién SMEWW4500 3
(MLOD =0,010) NO2-B-2017
12 [Ham lwong Sulfate mg/l 27,6 EPA - 375.4-1997 250
13 |Chi s6 Pecmanganat mg/l 0,48 TCVN 6186:1996
14 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E)
15 |Escherichia coli (*) CFU/100ml 0 ISO 9308-2014 (E)
1.(*): Phuong phdp duuge cong nhan phit hop theo ISO/IEC 17025 (1): Két qud duoe thice hién boi nha théu phuy
2. Théng tin vé mau dwoc ghi theo yéu cau khdch hang; Két qud phan tich chi ¢ gid iri trén méu thie
3. Khéng duoc trich, sao 1 phan két qua néu khéng c6 sy dong y cia Trung tam Kiém sodt bénh tit Thanh phé Can Tho
4. Két qua dweoc biéu thi < 10 CFU/g ¢6 gid tri "Khéng phat hign" Trang: 1/2

956 1 Ngb Puc K&, phudng Tan An, quan Ninh Kiéu, thinh phd Can Tho
7 02923 822353; & 02923 753788; DX glcl. tksbttpcr@gmail.com

QLQT.08-TI-BM.04

BH.04(06/2019)




Phu triach phong thé nghi¢m
‘Officer in charge of laboratory

PHO GIAM POC
Lam Hoang Diing

- 1. (*): Phiong phdp duwoc céng nhdn phit hop theo ISO/IEC 17025, (1): Két qud dugc thuc hign boi nha thau phy

2. Théng tin vé mau dugc ghi theo yéu cdu khdch hdng; Két qud phan tich chi cé gid tri trén madu thie .

3. Khéng duoc trich, sao 1 phén két qud néu khéng cd su dong ¥ cia Trung tam Kiém sodt bénh tdt Thanh pho Can Tho

4. Két qud duwoc biéu thi < 10 CFU/g co gid tri "Khéng phdt hign" T, 2/2
@ S6 1 Ngb Bc Ké, phudong Tan An, quin Ninh Kiéu, thinh pho Can Tho QLQT.OS—Ii-BM.04
7 02923 822353; & 02923 753788; B glcl.ttksbittpct@gmail.com BH.04(06/2019)




Ma s6 mau/ Sample Code:

1. Tén khach hang/ Customer

00664.20

2. Dia chi/ Address
3. Tén mAw/ Name of sample

4. S luong/ Quatity

5. M6 ta maw/ Sample description

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

A

TN-TBC
115

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION
X, I

KET QUA THU NGHIEM
TEST REPORT
: NHA MAY NUGC HUNG PHU

: Kv Thanh Hoa, P. Pht Théz, Q. C4i Rang, Tp. Can Tho
: NUGC AN UONG (94 PUONG A3, HUNG PHU 1)

:1 chai x 2000ml va 1 chai x 250ml
: Nude chira trong chai nhua c6 nép vin va chai thiy tinh

6. Ngay nhén mau/ Receiving date  : 20/05/2020 Ngay tra két qua/ Issued date: 29/5/2020
T Chi tiéw/ Don vi tinh/ Két qua/ Phuong phép/ Tiéu chudn/
No. Parameter Unit Result Test method Standard
Clor dw mg/] 0,3 Do tai hién truong 03-05
Mau sac TCU <5,0 SMEWW 2120 C - 2017 5
Mui vi > Khéng c6 mui vi la Cam quan Khoéng ¢6 mui vi
la
4 |Do duc (*) NTU 0,29 SMEWW 2130 B-2017 2
pH (%) - 7,23 (25,0°C) TCVN 6492:2011 6,5-8,5
b6 cting (*), tinh theo mg/l 106,0 SMEWW 2340 C-2017 300
CaCO;
7 {Ham lreong Clorua (*) mg/l 27 SMEWW 4500- 250
CI-B-2017
8 |Ham leong Sat tong s& mg/l Khéng phathién | SMEWW 3500 Fe- 0,3
(MLOD = 0,010) B-2017
9 |Ham liong Mangan tong mg/] Khéng phat hién | SMEWW 3111B-2017 0,3
s8 (%) (MLOD = 0,020)
10 |Ham lwong Nitrat mg/l 1,01 TCVN 6180:1996 50
11 |Ham heong Nitrit (¥) mg/l Khoéng phat hién SMEWW4500 3
(MLOD = 0,010) NO2-B-2017
12 |Ham liong Sulfate mg/l 30,2 EPA - 375.4-1997 250
13 |Chi s6 Pecmanganat mg/l 0,48 TCVN 6186:1996 2
14 |Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E)
15 |Escherichia coli (*) CFU/100ml 0 ISO 9308-2014 (E)
1. (*): Phuong phap dvoc cong nhin phil hop theo ISO/IEC 17025; (1): Két qud duoc thuc hién boi nha thv phu
2. Thong tin vé mdu duoc ghi theo yéu cau khdch hang Két ‘qud phdn tich chi cé gid iri trén méu thir
3. Khong duge trich, sao | phdn két qud néu khong c6 si déng y ciia Trung tam Kiém sodt bénh tdt Thanh phd Cdn Tho
4. Két qua dwope bidu thi < 10 CFU/g c6 gid tri "Khéng phat hién" Trang: 1 2

QS8 1 Ngb Dirc K&, phudng Tan An, quan Ninh Kiéu, thanh phé Can Tho
02923 822353; & 02923 753788; DX glcl.ttksbttpct@gmail.com

QLQT.08-TI-BM.04

BH.04(06/2019)




LANH PAO TRUNG TAM
~hehalf of CDC

p"/o‘_

Phu trach phong thir nghiém
Officer in charge of laboratory

§ \ PHO GIAM pOC
Vin Quoc Thanh Thiry Lim Hoang Dung

Sk (C)F Phuo'ngphgp duoc cong nhdn phu hop theo ISO/IEC 17025; (1): Két qua dugc thwe hién bdi nha thau phu
2. Théng tin vé mau dugc ghi theo yéu cdu khdch hang; Két qud phdn tich chi c6 gid tri trén méu thir
3. Khong dugc trich, sao 1 phén két qué néu khéng co si dong ¥ ctia Trung tim Kiém sodt bénh tdt Thinh phd Céin Tho

4. Két qua dwoc bidu thi < 10 CFU/g c6 gid tri "Khéng phdt hién" Trang: 2/2
956 1 Ngé birc Ké, phuomg Tan An, quan Ninh Kiéu, thanh phd Can Tho QLQT.08-II-BM.04
02923 822353; & 02923 753788; X glcl ttksbitpct@gmail.com BH.04(06/2019)



