SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT
,CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

KET QUA THU NGHIEM

M3 s6 m&w/ Sample Code: TEST REPORT
01744.20
1. Tén khach hang/ Customer : NHA MAY NUGC HUNG PHU
2. Bia chi/ Address J : Khu vuc Thanh Hoa, phudng Phu Thit, quén Cai Réng, thanh phd Can
Tho
3. Tén mAw/ Name of sample : NUOC AN UONG (TAI NHA MAY)
4. S6 luong/ Quatity :1 chai x 2000ml va 1 chai x 250ml
5. M6 ta mau/ Sample déscription : Nudc chira trong chai nhua ¢6 nép vin va chai thity tinh
6. Ngay nhan miw/ Receiving date  : 09/12/2020 Ngay tra két qua/ Issued date: 18/12/2020
TT/ Chi tiéw/ Don vi tinh/ Két qua/ Phuong phap/ Tiéu chuan/
No. Parameter Unit Result Test method - Standard
Clor dw mg/1 0,5 | Do tai hién treong 03-05
Mau sdc TCU <5,0 SMEWW 2120 C - 2017, 15
Muii vi - Khong c6 mui vi la - ong cé mii vi
. Ia
bo duc (*) 2
pH() " 6,5-8,5
300
7 SMEWW 4500- 250
CI-B-2017
8 |Ham luong Khong phathién | SMEWW 3500 Fe- 0,3
(MLOD = 0,010) B-2017
9 |Ham lwong Mangan tong mg/1 Khong phat hién [ SMEWW 3111B-2017 0,3
s8 (*) (MLOD = 0,020)
10 |Ham lwong Nitrat mg/1 1,82 TCVN 6180:1996 50
11 jHam lwong Nitrit (¥) mg/1 Khoéng phat hién SMEWW4500 3
(MLOD = 0,010) NO2-B-2017
12 [Ham Iwong Sulfate mg/1 <10,0 EPA - 375.4-1997 250
13 |Chi s6 Pecmanganat mg/1 il 119 TCVN 6186:1996
14 [Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E)
15 |Escherichia coli (*) CFU/100ml 0 ISO 9308-2014 (E)
1. (*): Phuong phdp duge cong nhdn phit hop theo ISO/IEC 17025; (1): Két qud duoc thiee hién boi nha théu phy
2. Thong tin vé mdu dige ghi theo yéu cdu khdch hang; Két qué phdn tich chi ¢6 gié trj trén mdu thiz
3. Khang dugc irich, sao 1 phgn ket qud néu khong c6 s dong y ciia Trung tdm Kiém sodt bénh it Thanh phé Cdn Tho S )
4. Két qua duge bidu thi < 10 CFU/g cd gid tr "Khing phdt hién 8-
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L. (*): Phuong phdp dwoc céng nhdn phit hop theo ISO/IEC 17025; (1): Kér qua dugc thuc hign boi nha thdu phy
2. Théng tin vé mdu dwgc ghi theo yéu cau khdch hang; Két qud. phan tich chi.cd gid tri trén mdu thir
3. Khong dugc trich, sao ] phdn két qud néu khong c6 sur déng y ciia Trung tdm Kiém sodt bénh 1t Thinh phé Cdn Tho
4, Két qud dupe bigu thi < 10 CFU/g cd gid tr] "Khdng phdt hign"

Trang: 2/2
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