Ma s6 mAw/ Sample Code:
01745.20

1. Tén khéch hang/ Customer
2. Dia chi/ Address

3. Tén mAw Name of sample

4. S Ivong/ Quatity
5. M6 ta mAu/ Sample description

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

- CANTHO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

KET QUA THU NGHIEM
TEST REPORT

: NHA MAY NUGC HUNG PHU

: Khu vye Thanh Hoa, phudng Phti Thit, quin C4i Rang, thanh phé Cin
Tho

: NUOC AN UONG (TRUONG THPT TRAN DAI NGHIA, P.
HUNG PHU, Q. CAI RANG)

:1 chai x 2000ml va 1 chai x 250ml

: Nuéc chira trong chai nhwra ¢ nép vin va chai thiy tinh

6. Ngay nhan mau/ Receiving date  : 09/12/2020 Ngay tra két qua/ Issued date: 18/12/2020
TT/ Chi tiéw/ Pon vi tinh/ Két qua/ Phwong phap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Clor dw mg/l 0,4 Do tai hién trqb’ng} 0,3-0,5
Mau sic TCU <50 2120C 15
Mui vi - Khoéng c6 miii vila ong cb mui vi
la
4 DS duc (*) 2
pH (*) : 201 6,5-8,5
D cting (), SMEWW 2340 C C-2017 300
CaCO; .
7 |Ham twong C. 174 SMEWW 4500- 250
Cl-B-2017
8 |Ham lweong Sat tong s6 mg/l Khong phathién | SMEWW 3500 Fe- 0,3
(MLOD = 0,010) B-2017
9 |Ham lwgng Mangan tong mg/l Khong phat hién |SMEWW 3111B-2017 0,3
s (*) (MLOD = 0,020)
10 |Ham leong Nitrat mg/] 1,91 TCVN 6180:1996 50
11 |Ham leong Nitrit (*) mg/l Khéng phat hién SMEWW4500 3
(MLOD =0,010) NO2-B-2017
12 |[Ham luong Sulfate mg/1 <10,0 EPA - 375.4-1997 250
13 |Chi s6 Pecmanganat mg/l 1,28 TCVN 6186:1996
14 [Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E)
15 |Escherichia coli (*) CFU/100m! 0 1SO 9308-2014 (E)
1. (*): Phiong phdp ditgc cng nhdn phit hop theo ISOAEC 17025; (1): Két qua duge thu hign boi nha thdw phu
2. Thong tin vé méu duge ghi theo yéu adu khach hang; Két qua phan tich chi cd gid tri rén mdu thit
3. Khéng dicge trich, sao I phdn két qud néu khong c6 sw déng ¥ ciia Trung tdm Kiém sodit bénh gt Thanh phé Cén Tho . Trang: 142
4, Ké1 qua duge biéu thi < 10 CFU/g c6 gid tri "Khdng pht hién"
@ Sé 1 Ngb Pirc K&, phudng Tén An, quan Ninh Kiéu, thinh ph8 Cin Tho QLQT.08-I1-BM.04

7 02923 822353; & 02923 753788; DA glcl. trksbttpct@gmail.com BH.04 (06/2019)




Phu trach phong thir nghi€ém

LANH PAO TRUNG TAM
Officer in charge of laboratory

. behalf of CDC

: ' - A’ N
Vin Qufc Thanh Thisy PHO GTAM POC
Lam Hoang Diing

1. (*): Phuong phdp dwoc cong nhén phit hop theo ISO/ZIEC 17025; (1): Két qua dugc thic hign boi nhi thdu phy
2. Théng tin vé mdu dwgc ghi theo yéu cdu khdch himg; Két qua phdn tich chi ¢d gid trj trén mdu thix

3. Khong duwgc trich, sao 1 phén két qua néu khéng cé sie dong y ciia Trung tdm Kiém sodt bénh 1t Thinh phé Cén Tho Trang: 2/2
4, Két qud dwepe bidu thj < 10 CFU/g ¢d gid tri "Khong phdt hign”

Q S6 1 Ngb Pirc K&, phudmg Tén An, quan Ninh Kiéu, thanh phé Cén Tho QLQT.08-1I-BM.04
® 02923 822353; & 02923 753788; X glcl ttksbipcr@gmail.com BH.04 (06/2019)




SO Y TE THANH PHO CAN THO

TRUNG TAM KIEM SOAT BENH TAT
r _CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

KET QUA THU NGHIEM

M3 s6 mAu/ Sample Code:
0172690 TEST REPORT
1. Tén khach hang/ Customer : NHA MAY NUGC HUNG PHU
2. Pia chi/ Address : Khu vye Thanh Hoa, phudng Phi Thi, quin Cai Réng, thanh phé Can

Tho
: NUGC AN UONG (SO 37, P. HUNG PHU, Q. CAI RANG)

:1 chai x 2000ml va 1 chai x 250ml
: Nude chira trong chai nhya c6 nép vin va chai thay tinh

3. Tén miw/ Name of sample
4. S6 lwong/ Quatity
5. Mb ta mAw/ Sample description

6. Ngay nhan mAw/ Receiving date  : 09/12/2020 Ngay tra két qua/ Issued date: 18/12/2020
TT/ Chi tiéu/ on vi tinh/ Két qua/ Phuong phép/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Clor dw mg/1 04 Do tai hién tmong 0,3-05
2 [Mau sdc TCU <5,0 SMEWW 2120 ‘ 15
3 |Mui vi Khéng c6 mui vi la : héng c6 muii vi
la
b6 duc (*) 2
pH (%) 6,5-8,5
D6 cieng (*), tinh th 300
CaCO;
-7 |Ham lwon SMEWW 4500 250
“ CL-B-2017
8 |Ham lwong 5 Khong phat hién | SMEWW 3500 Fe- 03
(MLOD =0,010) B-2017
9 |Ham lwgng Mangan tong mg/l Khong phat hién |SMEWW 3111B-2017 0,3
s (*) (MLOD = 0,020)
10 |Ham lwong Nitrat mg/l 1,86 TCVN 6180:1996 50
11 [Ham lwong Nitrit (*) mg/l Khéng phat hién SMEWW4500 3
(MLOD = 0,010) NO2-B-2017
12 [Ham lwong Sulfate mg/1 <10,0 EPA - 375.4-1997 250
13 |Chi s6 Pecmanganat mg/1 0,96 TCVN 6186:1996 2
14 [Coliforms (*) CFU/100ml 0 ISO 9308-2014 (E)
15 |Escherichia coli (*) CFU/100ml 0 ISO 9308-2014 (E)
L. (*): Phusong phdp diwpc cong nhdn phis hop theo ISO/IEC 17025; (1): Két qués dge thiee hign boi nhd thi phy
2. Théng tin vé mdu duge ghi theo yéu cdu khdch hing; Két qué phan tich chi ¢ gid irj irén mdu thit
3. Khong diege trich, sao 1 phdn ké1 qua néu khong c6 su dong  ciia Trung tdm Kiém sodt bénh 13t Thanh phd Cdn Tho Trang: 1/2
4. Ké1 qud duge biéu thi < 10 CFU/g 6 gid tri "Khong phdt hién"
@ S4 1 Ngb Dirc K&, phuong Tén An, quan Ninh Kiéu, thanh phd Cin Tho QLQT.08-11-BM.04
® 02923 822353; & 02923 753788; B glcl. tthsbtipcr@gmail.com BH.04 (06/2019)



Phu trach phong thir nghi€ém LANH DPAO TRUNG TAM
Officer in charge of laboratory

Wﬁu«/(/

Viin Qudc Thanh Thily

1. (*): Phuong phdp dige cong nhén phu hop theo ISO/IEC 17025; (1): Két qua dugc thirc hign boi nha thdu phu
2. Théng tin vé mdu dwoc ghi theo Yéu cau khach hang; Két qua [phdn tich chi ¢6 gid trj trén mdu thir

3. Khdng dwgc trich, sao 1 phdn két qua néu khéng cé sw déng ¥ ciia Trung tém Kiém sodt bénh tgt Thanh phd Cdn Tho Trang: 2/2
4, Két qua dwoc biéu thi < 10 CFU/g c6 gid tri "Khéng phdt hign” a
@ S6 1 Ngo Dirc Ké, phuong Tan An, quén Ninh Kiéu, thanh phb Cin Tho QLQT.08-1I-BM.04

@ 02923 822353; & 02923 753788; DX glcl. ttksbttpct@gmail.com BH.04 (06/2019)



