M4 s6 mAu/ Sample Code:
00173.21

1. Tén khach hang/ Customer
2. Dia chi/ Address

3. Tén maw/ Name of sample
4. Sb lwong/ Quatity
5. Mb ta maw/ Sample description

SO Y TE THANH PHO CAN THO
TRUNG TAM KIEM SOAT BENH TAT

CAN THO CITY - CENTER FOR DISEASE CONTROL AND PREVENTION

KET QUA THU NGHIEM
TEST REPORT

: CHI NHANH CAP NUGC BONG VANG

: 86 17, 4p M§ Phudc, phudng M§ Khanh, huyén Phong Dién, thinh
phd Cén Tho

: NUOC AN UONG (CHQ ANH KHANH, HUYEN PHONG PIEN)

:1 chai x 2000ml va 1 chai x 250ml

: Nu6c chira trong chai nhwa c6 np van va chai thity tinh

6. Ngay nhan maw/ Receiving date  : 04/02/2021 Ngay tra két qua/ Issued date: 22/2/2021
SR/ Chi tiéw/ Pon vi tinh/ Két qua/ Phuong phéap/ Tiéu chuan/
No. Parameter Unit Result Test method Standard
Clor dw mg/1 0,3 Do tai hién truong 03-05
Maiu sic TCU <5,0 SMEWW 2120C - 2017 : 15
Mt vj - [Knéng 6 muii vila sMEwwgg;wo&zié :"'flighang c6 miii v
4 b6 duc SMEWW 2 0,B—2017 j:‘;_:;;- 2
5 (pH Y TCVN 6492 2011 I 6585
6 |Do6 cting e - |SMEWW 2340C 2017 300
7 |Ham luong Clorua SMEWW 4500- 250
8 |Ham ltrc,mg_gét t6ng sé’ 1 ~mg/l | Khéng phat hién SMEWW 3500 Fe- 0,3
Shm (MLOD = 0,010) B-2017
9 {Ham Iuvong Mangan mg/l Khong phat hién [SMEWW 3111B-2017 0,3
(MLOD =0,020)
10 |Ham lwong Nitrat mg/l 1,23 TCVN 6180:1996 50
11 |Ham lwong Nitrit mg/l Khéng phat hién SMEWW4500 3
(MLOD =0,010) NO2-B-2017
12 [Ham lwong Sulfate mg/1 18,8 EPA - 375.4-1997 250
13 |Chi s6 Pecmanganat mg/l 1,28 TCVN 6186:1996
14 |Coliforms CFU/100ml 0 ISO 9308-2014 (E)
15 | Escherichia coli CFU/100ml 0 ISO 9308-2014 (E)
L. (*): Phuong phdp dirgc cong nhdn phit hgp theo ISO/IEC 17025; (1): Két qua duoc thuce hign boi nha thdu phu
2. Thong tin vé mau dugc ghi theo yéu cau khdch hang, Két qua phan tich chi c6 gid fri trén méu thie
3. Khéng duoc trich, sao 1 phdn két qud néu khong 6 sir dong Y ciia Trung 1am Kiém sodt bénh 16t Thank phd Cén Tho T o )4
4. Két qud dwgc biéu thj < 10 CFU/g ¢6 gid tri "Khong phdt hién" S
@ S8 1 Ngb Pirc K&, phuomg Tan An, quan Ninh Kiéu, thanh phé Can Tho QLQT.08-1I1-BM.04

7 02923 822353; & 02923 753788; DL glcl.ttksbitpct@gmail.com BH.04 (06/2019)
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1. (*): Phuong phdp dwoc cong nhdn phii hop theo ISO/IEC 17025, (1): Két qua dugc thiee hién bai nha thdu phu
2. Théng tin vé mdu duwogc ghi theo yéu cdu khdch hang; Ket qua phdn tich chi c6 gid tri trén madu thi

3. Khéng diwgc trich, sao I phdn két qué néu khong cd su dong y cua Trung tdm Kiém sodt bénh tGt Thanh phé Can Tho T . 9/2

4. Két qua duoc biéu th < 10 CFU/g ¢d gid tri "Khong phdt hign” rang: 2

Q S6 1 Ngo Duc K&, phudng Tan An, quén Ninh Kiéu, thanh phé Cén Tho QLQT.08-11-BM.04
BH.04 (06/2019)
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